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Legend
13A Twin Socket -

T TR Refrigerant Pipes

13A Twin Socket With USB Ports
13A Power Socket

15A Switched Socket @ H.L.

15A Socket In Polycarbonate Box

52N

Distribution Board
High Level

Angular Camera

Security Monitor
Digital/network Video Recorder

Telephone Outlet

Telephone Extension

Computer Network Outlet

Emergency Light

Wall Mounted Speaker

VGA Inlet Socket for Ceiling Mounted Projector
VGA Outlet Socket for Ceiling Mounted Projector
Electricity Meter

Internet Switchboard

Private Automatic Branch Exchange (PABX)

= D503 Condensate Drain Pipe

* 400 Condensate Drain Riser Pipe
Ceiling Mounted Exhaust Fan 90m3/hr

Wall Mount Air Conditioner

4-Way Cassette Air Conditioner

Outdoor Condensing Unit

Notes: -

Where Condensate Drain Pipes Are Connected
To Wash Basin Or Kitchen Sink, 25 @ Condensate
Drain Pipe Is Extended In 32 @ Flex Conduit Into
40 @ Waste Pipe Of Respective Basin Or Sink

PVC Duct For Tel./Internet Cable Lead In Below Ground Slab

PVC Duct For TV Cable Lead In Below Ground Slab

Main Incoming Cable For Power PVC Duct Below Ground
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| —

GROUND FLOOR POWER AND ACV LAYOUT
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13A Twin Socket

13A Twin Socket With USB Ports
15A Switched Socket @ H.L.
13A Power Socket

Distribution Board
High Level
Angular Camera
Security Monitor

Telephone Outlet
Telephone Extension
Computer Network Outlet
Emergency Light

Wall Mounted Speaker
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8 Refrigerant Pipes
= 25@ Condensate Drain Pipe
» 400 Condensate Drain Riser Pipe
Ceiling Mounted Exhaust Fan 90m3/hr

Wall Mount Air Conditioner

4-Way Cassette Air Conditioner

FIRST FLOOR POWER AND ACV LAYOUT

1:100

Outdoor Condensing Unit

Notes: -

Where Condensate Drain Pipes Are Connected
To Wash Basin Or Kitchen Sink, 25 @ Condensate
Drain Pipe Is Extended In 32 @ Flex Conduit Into
40 @ Waste Pipe Of Respective Basin Or Sink
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150 X 1200 Ceiling Recessed LED Panel

®  Indoor Wall Light (18W)
Ceiling Fan Switch With Controller

Light Switch (1 Gang - 4 Gang)
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©  Ceiling Mount Spot Light (5W)

© Recessed Ceiling Light (12W)
@ Ceiling Down Light (18W) - Weather Proof

el Outdoor Lamp (12W)

€ Ceiling Light (12W)

({121312)
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42" To 48" Ceiling Fan
Wall Mounted Exhaust Fan
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FIRST FLOOR LIGHTING LAYOUT

Ceiling Light (12W)
Recessed Ceiling Light (12W)

Ceiling Down Light (18W) - Weather Proof
150 X 1200 Ceiling Recessed LED Panel

Indoor Wall Light (18W)
Decorative Pendent Light

Ceiling Mount Spot Light (5W)
Light Switch (1 Gang - 4 Gang)

Ceiling Fan Switch With Controller

29" To 36" Ceiling Fan

42" To 48" Ceiling Fan

Wall Mounted Exhaust Fan
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Beacon

Sounder Bell

Manual Call Point

Smoke Detector

CO, Extinguisher (load: 2kg) In Polycarbonate Enclosure
H,O Extinguisher (load: 9L) In Polycarbonate Enclosure

2.5mm? Fire Retardant Low Smoke (FRLS) Cables In FRLS Conduits

Fire Alarm Control Panel

1. ALL DRY RISER PIPES SHOULD BE GALVANIZED, SCHEDULE 40.
2. ALL DRY RISER PIPES SHALL BE PAINTED IN RED AS PER REGULATION.
3. ALL SUPPORT/BRACKET SHALL BE HOT DIPPED GALVANIZED.
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Beacon

Sounder Bell

Manual Call Point

Smoke Detector

CO; Extinguisher (load: 2kg) In Polycarbonate Enclosure
H,O Extinguisher (load: 9L) In Polycarbonate Enclosure

2.5mm? Fire Retardant Low Smoke (FRLS) Cables In FRLS Conduits

Fire Alarm Control Panel

1. ALL DRY RISER PIPES SHOULD BE GALVANIZED, SCHEDULE 40.
2. ALL DRY RISER PIPES SHALL BE PAINTED IN RED AS PER REGULATION.
3. ALL SUPPORT/BRACKET SHALL BE HOT DIPPED GALVANIZED.
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16@ Cold Water Supply To Basin Faucet

162 Cold Water Supply To Bidet Shower

16@ Cold Water Supply To Sink Tap

16@ Cold Water Supply To Cistern

Gate Valve

Rise In Wall

Drop In Wall

MWSC/FENAKA Meter

25@ Cold Water Supply Pipes Running Underground
20 Cold Water Supply Pipes Running In Wall

200 Cold Water Supply Pipes Running Underground
200 Ground Water Supply (GWS) Pipe

Foot Valve With Strainer

Well Water Pump

160 Ground Water Supply To Cistern

6@ Ground Water Supply To Sink Tap

PROPOSED 02 STOREY BUILDING AT

TWO STOREY
COUNCIL OFFICE

Sub Title:

COUNCIL PSI PROJECT

Client:

LOCAL GOVERNMENT
AUTHORITY

July 2019

servicesBy: Mohamed Rassam
Checked By:
prawn By:  Hussain Rasheed

@I|EPOCH

ASSOCIATES

T: +960 333 3528 E: info@epoch.associates
W: vwww.epoch.associates, A: M. Ahigasdhoshuge,
Fareedhee Magu Male' Republic of Maldives

Page:

PL-01




Legend

16@ Cold Water Supply To Basin Faucet

162 Cold Water Supply To Bidet Shower

162 Cold Water Supply To Cistern

Gate Valve

Rise In Wall

Drop In Wall

MWSC Meter

250 Cold Water Supply Pipes Running Underground
E— 200 Cold Water Supply Pipes Running In Wall

& ® © % k& K

——————— 202 Cold Water Supply Pipes Running Above Ceiling
200 Ground Water Supply (GWS) Pipe
#  Foot Valve With Strainer
Well Water Pump

et el il 1 16@ Ground Water Supply To Cistern
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:

Floor Drain

Floor Gully

409 Stub For Washing Machine Or Tub
820 Soil Pipe (UPVC Pipe)

82@ Soil Vent Pipe (UPVC Pipe)

630 Waste Pipe (UPVC Pipe)

630 Waste Vent Pipe (UPVC Pipe)

400 Waste Pipe (UPVC Pipe)

502 Manhole Vent Pipe (UPVC Pipe)

11092 Rain Water Pipes (uPVC Pipe)
Gully Trap

110Q Rainwater Outlet

Clean Out Point

Bottle Trap

Soak Pit

Septic Tank s\ A5 !

Notes: -

-All Drainage Pipes Should Have At A Slope Of 1/150
-All Floor Drains Should Have 'P' Traps
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Legend

2] Floor Drain
@ Floor Gully

O 400 Stub For Washing Machine Or Tub
— 82} Soil Pipe (UPVC Pipe)

» 820 Soil Vent Pipe (UPVC Pipe)
—_—— —» 630 Waste Pipe (UPVC Pipe)

P 630 Waste Vent Pipe (UPVC Pipe)
400 Waste Pipe (UPVC Pipe)
502 Manhole Vent Pipe (UPVC Pipe)

11092 Rain Water Pipes (uPVC Pipe)
Gully Trap

110 Rainwater Outlet

Clean Out Point

Bottle Trap

Notes: -

-All Drainage Pipes Should Have At A Slope Of 1/150
-All Floor Drains Should Have 'P' Traps
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Legend

2] Floor Drain
@ Floor Gully

O 400 Stub For Washing Machine Or Tub
— 82} Soil Pipe (UPVC Pipe)

» 820 Soil Vent Pipe (UPVC Pipe)
———— —» 630 Waste Pipe (UPVC Pipe)

P 630 Waste Vent Pipe (UPVC Pipe)
400 Waste Pipe (UPVC Pipe)
502 Manhole Vent Pipe (UPVC Pipe)

11092 Rain Water Pipes (uPVC Pipe)

@ L) L) L) @ Gully Trap
110 Rainwater Outlet
Clean Out Point
o o o o o o o o o o Bottle Trap
q
Notes: -
SEPTIC TANK VENT PIPES WITH COWL,
‘ -All Drainage Pipes Should Have At A Slope Of 1/150
-All Floor Drains Should Have 'P' Traps
VENT PIPES WITH COWL
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82mm@ VENTILATION PIPE
RUN TO HL. OUT SIDE COPOUND WALL

HEAVY OR MEDIUM DUTY

C.I. COVER AND FRAME TO
BS 497

—3 = OUTLET TO ABSORPTION TRENCH

GRADE 25 REINFORCED
CONCRETE CONSTRUCTION.

17102 UPVC INLET PIPE %
N e — ‘
O;) — ﬂ \ Iwareg LVL.EELW 3 zm
le =¥ ]
o
qtr
S 4 1000 b b— 950 —F

SEPTIC TANK SECTION

WATER PROOF LINING/

] i 20 mm SULPHATE RESISTANT RENDER
o
]

2250 |
100 100 100
AT T T T
P W\
« ,L\\ 9 \\ OUTLET TO ABSORPTION TRENCH
o ® s
S af
t—p
1102 UPVC INLET PIPE /"~ \/ L ‘
4 1000 A 950
PRIMARY TANK SECONDARY TANK
SEPTIC TANK PLAN

HEAVY OR MEDIUM DUTY
C.I. COVER AND FRAME TO
BS 497

1102 UPVCPIPE : 9
o] o >
2 (@) M
L Q 3
COARSE AGGREGATE ; N
100 mm THK CONCRETE WITH T10@150C/C B/W =
1000 1

ABSORPTION TRENCH SECTION

1102 UPVCPIPE

ABSORPTION TRENCH PLAN

SEPTIC TANK DETAIL
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